
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 82--65
NPDES PERMIT NO. CA0038539

WASTE DISCHARGE REQUIREMENTS FOR:

WEST COUNTY AGENCY OF CONTRA COSTA
COUNTY, CALIFORNIA, A JOINT POWERS
AGENCY

The California Regional Water Quality Control Board, Sau Francisco Bay
Region (hereinafter called the Board), finds that:

1. The West County Agency of Contra Costa County, California (hereinafter
called the discharger), a joint powers agency formed between the City
of Richmond Municipal Sewer District and the West Contra Costa Sanitary
District, applied to the Board on June 24, 1982, for reissuance of
was t e discharge requirements) and a permit to discharge under the
National Pollutant Discharge Elimination System (NPDES).

2. The discharger currently discharges an average of 13./+ million gallons
per day (mgd) of combined effluent containing pollutants into San
Franciso Bay, a water of the United States, via an outfall located 9300
feet offshore of Point Richmond at a depth of 26 feet (7.9 meters)
(MLLW) at 37°54'41" latitude and 122°25'6" longitude. For the
protection of shellfish the outfall provides a minimum dilution of at
least 45:1 under normal conditions. Less dilutions may occur during
periods of high delta outflows, but shellfish should nonetheless
receive adequate protection during such periods.

3. The discharger p r ov i de s treatment of domestic was t ewa t e r at the
following facilities:

a. West Contra Costa Sanitary District's treatment facilities,
providing full secondary treatment. An annual average of 6.8 mgd
of treated effluent is conveyed via a force main to a junction
structure at the Ri.chmond facilities. Design flow is 12.5 mgd,
Sludge is disposed of at an authorized disposal site.

b. Richmond Municipal Sewer District's treatment facilities,
providing full secondary treatment. An annual average of 6.6 mgd
of treated effluent is combined with that of the Sanitary
District's and discharged by gravity via the combined deepwater
outfall and dechlorination facilities. Design flow is 16.0 mgd ,
Sludge is conveyed via force main to the Sanitary District's
facilities, for disposal of at an authorized disposal site.

4. The West Contra Costa Sanitary District is in the process of
constructing facilities to provide full secondary treatment for wet
weather flows pursuant to a schedule contained in Cease and Desist
Order No. 79-66, issued to the Sanitary District on June 19, 1979.




























